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The SupervisoryControl and Diagnostics System

(sCDS) for the f4irror Fusion Test Facility (MFTF)
is a multiprocessorminicomputersystem designed so
that for most single-pointfailures, the hardware
may be quickly reconfiguredto provide continued
operation of the experiment. The system is made up
of nine Perkin-Elmercomputers - a mixture of
8/32’s and 7/32’s. Each computer has ports on a
shared meoory system consistingof two independent
shared memory modules. Each processor can signal
other processors through hardware external to the
shared memory. The system comnunicates with the
Local Control and InstrumentationSystem, which
consists of approximately65 microprocessors. Each
of the six system processorshas facilitiesfor
communicatingwith a group of microprocessors;the
groups consist of from four to 24 microprocessors.
There are hardware switches so that if an SCDS
processor communicatingwith a group of micro-
processorsfails, another SCDS processor takes over
the conmnication. Operator consnandsto control
the MFTF experiment are entered through eight
consoles that use color graphic displays.
Peripheralequipment includes 11 disk drives, two
magnetic tape drives, two printers, and one card
reader.

Introduction

The MFTF is a large magnetic fusion experiment
that includes a superconductingmagnet in a large
vacuum vessel, a cryogenic system to cool the
magnet, plasma streaming guns to start a plasma
experiment, approximately80 kV, 80 A neutral beams
to build and maintain the plasma, a set of plasma
physics diagnostics,and other support systems.

During operation, the magnet currentmust be
gradually increasedto the operating level, which
must be maintained for several days or weeks while
plasma experiments are performed. Once the magnet
current and vacuum are at the desired levels, the
goal is to perform a plasma experiment every 5 min.

The SCDS is responsiblefor coordinatingthe
activitiesof the various MFTF subsystems,for
accepting data from the plasma diagnosticssystem,
and for archiving all data relative to the
operation of MFTF.

SupervisoryControl and DiagnosticsSystem Design

The system is conceptuallydesigned as a
hierarchy,shown in Fig. 1. The system supervisor
coordinatesthe activitiesof all subsystems. The
vessel and facilities supervisorsoversee the
operation of the vacuum, cryogenic,magnet, getter,
safety interlock,and power subsystems. The
injector supervisoroversees the operation of the
plasma streaming subsystem and the neutral beam
subsystems. The diagnosticdata processorreceives
data from the plasma diagnosticssystem. The data
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Fig. 1. SupervisoryControl and
DiagnosticsSystem Design

base manager is responsiblefor archivingthe
data. The diagnosticdata processor and the data
base manager also run the software development
systems. The plasma streaming supervisor,the
startup neutral beam supervisor,and the sustaining
neutral beam supervisor are subordinateto the
injectorsupervisor.

The SCDS communicateswith the Local Control
and InstrumentationSystem, which consists of
approximately65 microprocessors. As shown in
Fig. 1, the facilities and vessel supervisors
consnunicatewith three microprocessors. The P1asma
streaming supervisor cormnunicates with one to five
microprocessors,the startup supervisorwith 20,
and the sustainingsupervisorwith 24.

Operators of the MFTF experiment conwnunicate
with the SCDS using eight consoles. Most
consm.tnicationis through touch-sensitivepanels
mounted on color CRT displays. Each console has
three or six additionalcolor CRT displays used to
present informationto the operators.

Each computer in SCDS has a designatedbackup
machine, which must perform identicalfunctions.
The overal1 system performance is al1owed to be
degraded if any machine is operating in the backup
mode. Backup machine designationsfollow:

Primary computer
System supervisor
Injector supervisor
Plasma streaming supervisor
Startup supervisor
Sustainingsupervisor
Vessel supervisor
Facilities supervisor
Data base manager
Diagnosticsdata processor
Data base manager

Backup computer
Injector supervisor
System supervisor
Injectorsupervisor
Injector supervisor
Injectorsupervisor
Facilitiessupervisor
Vessel supervisor
Diagnosticsdata

processor

Hardware Design

The hardware configurationis shown in Fig. 2,
and consists of nine Perkin-Elmer computers- a
mixture of 8/32’s and 7/32’s. Each ccmputer has
ports on a shared memory system consistingof two
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independentshared memory modules. Each processor
can signal other processors through hardware
external to the shared msmory. The system
supervisor and the injector supervisor can also
send a signal to each machine, which causes the
receivingmachine to load an operating system from
disk (bootstrap).

mn— . .... .....g

.. \+

Fig. 2. MFTF Control Diagnostics System

The system hardware has almost no hierarchic
structure; any machine may easily communicatewith
any other machine. Thus, our configurational1ows
more flexibility in the internal design of the
software system. However, the system appears to be
a hierarchy to the MFTF operators.

Each computer can address 1 Mbyte of memory in
any combinationof local and shared memory. The
amount of core memory on each computer is shown in
Fig. 2. We plan to increasethe size of shared
memory and the amount of meinoryon each computer.
The shared memory wi11 be doubled to two, 128-kbyte
memories. The memory on each computer wi11 be as
follows:

Computer
System supervisor !%%iyte
Injector supervisor 768 kbyte
Data base manager 768 kbyte
Diagnostics data processor 768 kbyte
Plasma streaming supervisor 512 kbyte
Startup supervisor 704 kbyte
Sustainingsupervisor 704 kbyte
Vessel supervisor 640 kbyte
Facilities supervisor 640 kbyte

Each machine has either a 10-Mbyte disk or an
80-Mbyte disk. The data base manager has one each
of these disks plus a 300-Mbyte disk to be used for
data base storage. The data base manager and the
diagnostics data processor have a 75-in.,
800/1600-bit/in.-magnetictape drive and a
600-1ine/min Versatec printer/plotter. In
addition, the data base manager has a card reader.
Each computer has single- and double-precision
floating-pointhardware.

Each computer has a hard-copy typewriter used
as a computer console, internal clocks for
time-of-dayand interval scheduling,a digital
input/outputboard for signaling other computers,a
hardware interruptboard for receiving signals from
other computers, and a hardwarebootstrap board.

Communicationwith the local control computers
is performed using RS232 interfacesconnected to
the supervisorcomputer through the memory access
multiplexer,which is a multichanneldirect memory
access device. The communicationrate with each
local control computer is 96C0 baud.

8ack Capability

One of the major design considerationsin the
hardware is the backup capability. In case of
failure of any computer, the SCDS can still
consnunicatewith all the local control computers to
process data and output data to magnetic tape.
Several hardware 1/0 bus switches are in the
system, shown in Fig. 3. The system is constructed
so that the local control computers normally
connected to either the facilities or vessel
supervisormay also be connected to the other.
Thus, if either of these computers is down, the
other ccmsnunicateswith six local control
computers. The bus switch is activated either
manually or under computer control. Normally, the
switching occurs automatically,but if one computer
failure made it impossiblefor the other to
automaticallyassume control. a manual switchover
would occur.-

VI

Elm

la
Fig. 3. SupervisoryControl and

DiagnosticsSystem 1/0 Bus Switches

Similarly,the local control comnun.icationl
functions of the plasma streaming supervisor,the
startup supervisor,or the sustaining supervisor
can be assumed by the injector supervisor. The
hardware design precludes the injectorsupervisor
from assuming coffmfunicationsfrom two or more lower
computers.

The other bus switch in the system allows the
300-Mbyte disk, which holds a large amount of the
data base data, to switch from the data base
manager to the diagnosticsdata processor. If the
disk is inoperative,the data base informationcan
be put directly on tape on two machines. There are
two tape drives on two differentmachines; thus, a
single point failure will not prevent data from
being stored on tape.

In case of some of these failures,notably in
the 256-Mbyte disk, a serious degradationin
performanceof the system could occur, but the
system would still operate.
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